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BEFORE THE HARYANA ELECTRICITY REGULATORY COMMISSION 

AT PANCHKULA 
 

Case No. HERC/PRO- 28 of 2021 
 

Date of Hearing :                 17.11.2021 

Date of Order :                 29.11.2021 
 

 
In the Matter of 

Petition under HERC’s Conduct of Business Regulation 2019 by M/s 

Yokohama India Private Limited for Seeking Approval of Hon’ble 

Commission in compliance to Electricity Supply Code mandate that 

considering the technical requirements licensee may give the power 

supply connection at higher voltage to consumer, than the specified 

voltage mentioned in the regulation as per to load demand subject to 

the approval of Hon’ble Commission’s. Hon’ble Commission is 

empowered and vested with such power as per the regulation. Cause of 

action is M/s Yokohama India Private Limited application for Extension 

of Connected load from 4500 KW to 8500 KW and Contract Demand 

from 4900 KVA to 9260 KVA vide application. No H22-622-143 dated 

15.06.2021 at voltage pressure of 132kV. 

 

Petitioner(s)  

Yokohama India Pvt. Limited, Plot No-1, Bahadurgarh Industrial Estate, 

Sector-4B, HSIIDC, Bahadurgarh, Jhajjar, Haryana, 124507 

V/s 

Respondent(s)   

1. Uttar Haryana Bijli Vitran Nigam, Plot No. C-16, Vidyut Sadan, Sector-6, 

Panchkula, through its Managing Director 

2. Haryana Vidyut Prasaran Nigarn Limited, Shakti Bhawan, Sector 6, 

Panchkula through its Managing Director 

3. Director (Operations), Uttar Haryana Bijli Vitran Nigam, Plot No. C-16, 

Vidyut Sadan, Sector-6, Panchkula  

4. Director (Projects), Uttar Haryana Bijli Vitran Nigam Plot No. C-16, Vidyut 

Sadan, Sector-6, Panchkula  

5. The Director (Technical), Haryana Vidyut Prasaran Nigam Limited, Shakti 

Bhawan, Sector 6, Panchkula. 
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6. The Director (Project), Haryana Vidyut Prasaran Nigam Limited, Shakti 

Bhawan, Sector 6, Panchkula. 

7. The Chief Engineer, PD & C, Haryana Vidyut Prasaran Nigam Limited, 

Shakti Bhawan, Sector 6, Panchkula. 

8. SE, Monitoring, Uttar Haryana Bijli Vitran Nigam, Plot No. C-16, Vidyut 

Sadan, Sector-6, Panchkula  

Present 

On behalf of the Petitioner  

         Sh. Gulshan Nagpal, Advisor 

On behalf of the Respondent(s)  

         Ms. Sonia Madan for HVPNL          

 

QUORUM 

Shri R.K. Pachnanda, Chairman 

  Shri Naresh Sardana, Member 

 

 

ORDER 

1. Brief Background of the Case: 

The contents of the petition are as under: 

1.1 That the petitioner i.e. M/s Yokohama India Pvt. Limited, is a pioneer 

company in the automobile tyre manufacturing business, having its 

parent company based in Japan. M/s Yokohama was invited by the 

Government of India as well as the Government of Haryana to put up 

an automobile tyre manufacturing plant at the designated rubber 

manufacturing hub created by HSIIDC, Haryana in Bahadurgarh 

Industrial Estate, Sector-4B, Bahadurgarh. Considering the invitation, 

the petitioner started its manufacturing activities at Plot No-1, 

Bahadurgarh Industrial Estate, Sector-4B, HSIIDC, Bahadurgarh, 

Jhajjar, Haryana, 124507. 

1.2 That M/s Yokohama India Pvt. Limited, having consumer account no 

9093011000, is an existing consumer of UHBVN and has a sanctioned 

connected load of 4500 kw and contract demand of 4900 KVA at 11 kV 

voltage pressure through an independent 11 kV feeder.  

1.3 That the 11 kV power on independent feeder is presently being sourced 

by M/s Yokohama India Pvt. Limited from the 132 KV substation 

HSIIDC, Bahadurgarh. The substation is provided with 2x132 kV, 31.5 

MVA, 132kV/11 kV power transformers to meet its consumers 

requirements. The 33 kV level voltage output transformers have not 

been provided as of now.  
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1.4 That the 132 kV substation feeding the consumer  has been exclusively 

created by HSIIDC with the sole intent of taking care of the power 

requirements of the industrial units setting up their industries in the 

HSIIDC complex, Bahadurgarh. 

1.5 That the petitioner has taken up expansion of its manufacturing base 

by adding additional state of the art plant and machinery. The 

proposed setup would enhance its production capacity. Several new 

products would also be launched in the automobile sector. Considering 

the prospective plans, the present available sanctioned load needs 

extension forthwith.   

1.6 That for seeking extension of the load, the petitioner has filed an online 

application seeking an extension of its connected load from 4500 kW 

to 8500 kW and contract demand from 4900 kVA to 9200 kVA, vide 

application no. H22-622-143 dated 15.06.2021, at 132 kV voltage. A 

sum of fee amounting to Rs. 40,20,000.00 (forty lakh twenty thousand 

only), vide receipt dated 15.06.2021, has also been deposited by the 

petitioner with UHBVN. 

1.7 That the petitioner has compelling reasons to seek connection at 132kV 

voltage pressure, purely on technical considerations and considering 

the sophisticated nature and sensitivity of the plant to voltage 

fluctuations besides tripping and breakdowns. However, it is also a 

matter of record that the 33 kV level as well as transformation capacity 

to feed at 33 kV level is not available at the 132 kV substation HSIIDC 

,Bahadurgarh. The Hon’ble Commission is apprised that the needful 

provisions of creating 33 kV level have been incorporated in GELO of 

the substation as its future scope. The future plan, having no timeline, 

cannot be relied upon and expected to meet M/s Yokohama 

requirements in line with its proposed expansion plan. 

1.8 That the feasibility to feed the proposed extended load at 132kV has 

been explored and the same can be accomplished by creating a back to 

back bay of 132 kV line bay, to be constructed at the 132 kV substation 

HSIIDC, Bahadurgarh. An underground 132 kV XLPE cable, having a 

tentative line length of about 1.3 Km, shall have to be laid for the 

proposed connectivity by the petitioner besides creation of a 132 kV 

substation at the consumers end on their own land. The petitioner has 

reserved a space of 60 mtrs x 25 mtrs (1500 sq. mtrs.) in its plant for 

the creating a 132 kV substation. 

1.9 The petitioner has proposed that entire work pertaining to the 
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arrangements of seeking power supply connection at 132 kV level viz a 

viz creation of line bay at 132 kV substation HSIIDC Bahadurgarh, 

laying of 132 kV XLPE under-ground power cable and creation of an 

in-house substation in the premises of the petitioner, besides metering 

arrangements at the respective ends, shall be carried out under self-

execution. The respective cost and creation shall be taken care of by 

the petitioner.  

1.10 The petitioner through an email dated 17.06.2021, addressed to the 

SE/OP Circle, UHBVNL, Jhajjar and others, justified its need for 

availing the 132 kV substation and mentioned that: 

“M/s Yokohama India Private Ltd.(India) is planning expansion of 

the present plant by installing and commissioning highly 

sophisticated equipment to provide best quality products in the 

Indian automobile sector and consumer as well. The proposed plant 

needs to be operated on the most resilient power infrastructure 

being too sensitive to Voltage fluctuation and reliability of power. 

Our Project Advisor has Therefore taken a complete review of our 

present feeding arrangements, reliability and therefore strongly 

advised us to adopt a 132 KV level of power supply considering the 

nature of plant and machinery and subsequent quality of product 

being manufactured by us. 

Our advisor has also carried out a basic survey and feasibility of 

proposed arrangements of power supply input and further 

transmission to our works, the respective drawings of which can 

be shared with you as per your requirement to check feasibility as 

envisaged by our consultant for your kind evaluation and needful 

recommendations if found in order. 

We therefore, request your respective offices to kindly examine our 

proposal for extension of load at 132 kV level and make needful 

recommendations to appropriate authorities to facilitate them to 

grant needful approvals, sanctions in the matter. 

We seek your kind cooperation and further assure to comply with 

any statutory requirement if needed, and furnish all the 

information, undertakings, documents, drawings or data which 

may be required to expedite the sanction and approval of load in 

the matter.” 

 

1.11 Acting upon the request of the petitioner, UHBVN and HVPNL in 
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coordination with the HSIIDC authorities have explored the  field 

feasibility  to provide 132 kV connectivity to M/s Yokohama by visiting 

the respective sites involved. A feasibility report, duly prepared by the 

field officers and concurred by the SE/TS, HVPN Rohtak, SE/OP, 

UHBVN, Jhajjar and SE/HSIIDC, Panchkula, has been sent by the 

SE/TS, HVPN vide his office memo no 195/TSR-134 dated 15.07.2021 

to SE/Monitoring, UHBVN, SE/OP Jhajjar. A copy has also been sent 

to the respective Chief Engineers of Operation and Planning wings of 

HVPNL and UHBVN besides PS to Directors of HVPN and UHBVN for 

the information of respective Directors, Officers of HSIIDC and all the 

down below officers of UHBVN and HVPN.   

1.12 The detailed feasibility report envisages the availability of sufficient 

margins in the feeding capacity of the transmission line to cater to the 

forthcoming additional capacity requirement of M/s Yokohama, having 

feasibility of creating a back to back 132 kV bay at HVPNL 132 kV 

substation HSIIDC, Bhadurgarh. 

1.13 In further pursuance with the office of the Managing Director, UHBVN, 

SE/Monitoring UHBVN, Panchkula w.r.t the office memo 

no.Ch8/SE/Mon/Case file No 1303/ JJR dated 12.07.202, addressed 

to the SE/OP with a copy to the petitioner, further endorsed by the 

SE/OP, Jhajjar vide his email reference dated 13.07.2021 and office 

memo no. Ch- 17 / CC- 126 dated 13.07.2021 intimated that: 

 

This has reference to your E-form No. H22-622-143 dated 15.06.2021 

for extension of load from 4500 kW to 8500 kW &amp; contract demand 

from 4900 kVA to 9260 kVA and change of level from 11 kV to 132 kV. 

In this context, it is hereby intimated that your application has been 

examined at the end of competent authority and it has been approved 

that: 

(a) The firm M/s. Yokohama India Pvt. Ltd may be intimated that in 

case they take connection at 33 kV level, further process be 

undertaken by the department for technical feasibility etc. 

(b) As applicant has applied for at 132 kV level, the applicant is 

required to file an application with Hon’ble HERC for the approval 

of Hon’ble Commission as per provision of supply code. On the 

approval of Hon’ble Commission, further action could be taken by 

UHBVN/ HVPN for sanction of load. Accordingly, you are 

requested to take further necessary action, in this regard, at your 
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end, under intimation to this office please. 

 

1.14 Therefore, on advice from the competent authority of UHBVN, the 

present petition was filed before the Hon’ble Commission by the 

applicant for seeking approval of the Commission, in compliance with 

the Electricity Supply Code mandate, that considering the technical 

requirements, the licensee may give the power supply connection at a 

higher voltage to the consumer than the specified voltage mentioned in 

the regulations, as per the load demand subject to the approval of 

Hon’ble Commission. The Commission is empowered and vested with 

such power as per the regulations.  

1.15 The present petition is in accordance with the Haryana Electricity 

Regulatory Commission (Electricity Supply Code) Regulations, 2014 

Regulation No. HERC/29/2014 notification dated 8th January, 2014 

and further amended by the notification dated, 17th November, 2014, 

Electricity Supply Code Regulation No. HERC/29/2014/1st 

Amendment/2014. This petition is filed by the petitioner before the 

Hon’ble Commission instead of UHBVN on the advice of UHBVN. 

1.16 The Hon’ble Commission in the past had considered and acceded 

several such requests, one such order dated 17.04.2015 in PRO-2 of 

2015.  

1.17 Considering the facts and circumstances of the case and in the interest 

of justice and fair play, the merit consideration of the present petition 

for seeking approval of HERC by the petitioner for extension of the 

connected load from 4500 kW to 8500 kW and contract demand from 

4900 KVA to 9260 KVA, vide application no. H22-622-143 dated 

15.06.2021, at a voltage pressure of 132KV is being petitioned before 

the Hon’ble Commission.  

1.18 The respective merit grounds which are relevant, realistic and need 

consideration by Hon’ble Commission to evaluate the reasons to allow 

the present petition are: 

I. The respective amended provisions of aforesaid regulations 

envisaged that: 

i. Notification dated the 17th November, 2014 Electricity Supply 

Code Regulation No.HERC/29/2014/ 1st  Amendment/ 2014, in 

exercise of the powers conferred on it by Section 50 and clause 

(x) of sub-section (2) of Section 181 of the Electricity Act, 2003 

(36 of 2003) and all other powers enabling it in this behalf and 
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after previous publication, the Haryana Electricity Regulatory 

Commission makes the following regulations to amend the 

Haryana Electricity Regulatory Commission (Electricity Supply 

Code) Regulations, 2014 : Amendment to Regulation 3.2 

(Classification of Supply).  

a)  Existing Regulation 3.2.1 shall be substituted with the 

following Regulation.  

3.2.1 Supply shall generally be given at the following voltages 

on the basis of contracted load:  

Category System of Supply 

Low Tension 

Contracted load up to 5 kW Single phase at 230 V 

Contracted load above 5 kW and 
up to 50 kW 

3 Phase 4 wire at 400 V 

High Tension 

Contracted load exceeding 50 KW 
and up to 5000 kVA 

3 Phase at 11 kV 

Contracted load exceeding 2000 
kVA and up to 25000 kVA 

3 Phase at 33 kV 

Contracted load exceeding 5000 
kVA and up to 75000 kVA 

3 Phase at 66 kV 

 

Contracted load exceeding 25000 
kVA and up to 100000 kVA 

3 Phase at 132 kV 

Contracted load exceeding 75000 
kVA and up to 320000 kVA 

3 Phase at 220 kV 

Contracted load exceeding 320000 
kVA 

3 Phase at 400 kV 

 

b)  Existing Regulation 3.2.2 shall be substituted with the   

following Regulation.  

3.2.2 : Provided that in case where supply, depending upon 

the technical conditions of the transmission/ 

distribution system, has to be given at a voltage other 

than those specified above, the licensee may give the 

same subject to the Commission’s approval.  

Provided further that in case an existing consumer gets 
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his contracted load reduced, he may be allowed to 

continue receiving supply at the same voltage unless he 

himself requests for supply at lower voltage subject to 

the condition that his reduced load is in High Tension 

category. 

II. As per HERC present regulations, the petitioner is entitled to 33 

kV supply. However, the absence /non-availability of the 33-kV 

level at 132 kV HSIIDC substation, Bahadurgarh makes the 

petitioner entitled to the next higher voltage level. 

III. The requisite relief has already been considered and provided to 

the 66 kV level consumers in the regulation itself by the Hon’ble 

Commission, for the consumers having connected load more than 

5000 kW up to 75000 kW in a belt where 33 kV level is not 

available at the substation mandated to provide the connection. 

Therefore, having parity on circumstances and conditions, an 

approval of the Hon’ble Commission as envisaged in Regulation 

3.3.2 of the Electric Supply Code is being pleaded before the 

Hon’ble Commission. 

IV. Attributing 132 kV level to M/s Yokohama will enable the 

respective assets of HVPNL and UHBVN an enhanced 

transformation capacity. In reality, the 4.9 MVA, 11kV and 9.2 

MVA, 33 kV level transformation capacity, as proposed in the 

future, would be available as an additional capacity to the feed at 

the distribution level, thus allowing for an ample transformation 

capacity for other consumer besides saving and deferment of the 

capital investment by the respective power utilities.  

V. The existing HVPNL 132 kV substation HSIIDC, Bahadurgarh has 

already been planned with a sufficient number of 132 kV bays for 

any future requirements and capacity. However, providing back 

to back bays to the prospective large consumers will save on the 

transformation capacity at 11kV and 33 kV and creation of new 

substations by the power utilities within the present scope of 

substation. This will save them huge expenditure. 

VI. The improved power supply system availability is likely to fetch 

more revenue to the state, power utilities and consumers and 

would also bring greater consumer satisfaction, having more 

reliable power supply. 

VII. The petitioner will vacate space, facility and feeder VCB for 
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another consumer to get 11 kV independent feeder connectivity. 

 

1.19 A draft GELO (General Electrical Lay Out) plan of the present 

substation has been provided with the drawing plan for the kind 

perusal of the Hon’ble Commission and it is as per the feasibility 

provided by field offices. 

1.20 The petitioner undertakes to bear the full cost of extension of the 

connected load from 4500 kW to 8500 kW and contract demand from 

4900 kVA to 9200 kVA and would execute the entire work under self-

execution.  

1.21 The petitioner further undertakes that the material procured and the 

design of the installation shall conform to the standards and 

specifications of the distribution/transmission licensee as per the 

provisions under Regulation 4.4.3(2)(c) of the Electricity Supply Code 

notified by the Commission from time to time. Undertaking Exhibit P-

13 

1.22 The proposed 132 KV sub-station at the consumer premises shall be 

erected by the consumer at its own cost and in his own land, at a space 

area of 1500 sq mtrs earmarked for the facility within the plant.  

1.23 The petitioner shall bear full cost of erection of the 132 KV line and its 

controlling equipment. The expenditure would be recovered as per the 

provision under Regulation No. HERC/12/2012 called as Haryana 

Electricity Regulatory Commission (Duty to supply electricity on 

request, Power to recover expenditure incurred in providing supply & 

Power to require security) Regulations, 2005 and subsequent 

amendments thereof or its re-enactment. Undertaking Exhibit P-13 

1.24 The petitioner undertakes that the line and controlling equipment after 

energization would become property of the licensee of the area as per 

the provision under Regulation 4.7 of the Haryana Electricity 

Regulatory Commission (Duty to supply electricity on request, Power 

to recover expenditure incurred in providing supply & Power to require 

security) Regulations, 2005 and subsequent amendments thereof or its 

re-enactment.  

1.25 The petitioner undertakes to pay charges on demand as per the 

Regulation No. HERC/12/2012 called as the Haryana Electricity 

Regulatory Commission (Duty to supply electricity on request, Power 

to recover expenditure incurred in providing supply & Power to require 

security) Regulations, 2005 and subsequent amendments thereof for 
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its re-enactment.  

1.26 The petitioner undertakes to pay supervision charges in accordance 

with the order pronounced by the Hon’ble Commission in PRO-01 of 

2014, PRO-03 of 2014 and PRO-18 of 2014, dated 14.08.2014 (exhibit 

P-14) for the 132-kV line bay to be taken over by HVPNL for all intent 

and purposes. 

 

Prayer  

1.27 In view of the forgoing submissions, the petitioner most respectfully 

prays before the Hon’ble Commission to consider and approve: 

I. The petition under HERC’s Conduct of Business Regulation 

2019 by the petitioner for seeking approval of the Hon’ble 

Commission in compliance with the Electricity Supply Code 

mandate that considering the technical requirements licensee 

may give the power supply connection at higher voltage to 

consumer, than the specified voltage mentioned in the 

regulation as per the load demand, subject to the approval of the 

Hon’ble Commission. The Hon’ble Commission is vested with 

such power by the Regulations. The cause of action is the 

petitioner’s application for extension of connected load from 

4500 KW to 8500 KW and contract demand from 4900 KVA to 

9260 KVA, vide application. no H22-622-143 dated 15.06.2021, 

at voltage pressure of 132kV be accepted as such. 

II. Allowing the petitioner to seek extension of connected load from 

4500 kw to 8500 kW and contract demand from 4900 kVA to 

9200 kVA applied vide application No H22-622-143 dated 

15.06.2021 at 132 kV voltage pressure, from HVPNL 132 kV 

Substation HSIIDC Bahadurgarh. Presently the petitioner is 

being fed at 11 kV through an independent 11 kV feeder for 

connected load of 4500 kW and contract demand of 4900 kVA 

from the same HVPNL 132 kV Substation HSIIDC Bahadurgarh. 

III. Allowing construction of 132 kV back to back bay in switch yard 

of HVPNL 132kV substation HSIIDC Bahadurgarh, Laying of 

132 kV XLPE power cable from Substation to petitioner’s site 

and construction of 132 kV substation at petitioner’s premises 

besides all extension of load related work under self-execution. 

However, the material procured and the design of the 

installation shall conform to the standards and specifications of 
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the distribution/transmission licensee as per relevant 

provisions of HERC Regulations of the Electricity Supply Code 

notified by the Commission from time to time. 

IV. The petitioner to bear full cost of providing 132 KV line by laying 

underground 132 kV XLPE cable and its controlling 132kV Bay 

equipment at HVPNL substation end besides creation of 132kV 

substation at consumer end. 

V. The petitioner to pay the supervision charges for the 132-kV line 

bay only which is required to be taken over by HVPN for all intent 

and purposes in accordance to order pronounced by Hon’ble 

commission on dated 14th August 2014. 

VI. Condone any inadvertent omissions/ shortcomings/ errors and 

permit petitioner to add/ change/   modify/alter this filing and 

make further submissions as may be required   

VII. Pass such Order, as the Hon’ble Commission deem fit and 

appropriate in view of facts and circumstances of the case 

submitted by petitioner. 

 

2. UHBVN Reply dated 21.09.2021:  

The main excerpts of the UHBVN reply are as under: 

 

2.1 The firm has applied for Extension of Load (EOL) from 4900 kVA to 

9260 kVA vide application no. H22-621-143 dated 15.06.2021 and 

required a 132 kV voltage level as per their technical requirement as 

communicated to UHBVN offices and also mentioned in their petition 

at Sr. No. 10. 

2.2 Therefore, in view of their specific requirement for 132 kV voltage level 

for 9260 kVA contract demand, the firm was intimated to file the 

petition for approval of the Hon’ble Commission as per the provision 

of the Electricity Supply Code. The same has been confirmed by the 

petitioner at Sr. No. 14 of petition. 

2.3 Since the applicant has not requested for 33 kV connectivity as per 

the supply code, the technical feasibility for the same has not been 

carried out and the technical feasibility for feeding 9260 kVA contract 

demand at 132 kV level has been framed by the field offices of UHBVN, 

HSIIDC and HVPNL on which the consent of UHBVN has been 

communicated to HVPNL and the final approval is to be given by 

HVPNL as per the rules and regulations. 

2.4 Being connectivity at 132 kV level from 132 kV HSIIDC Bahadurgarh, 
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the Hon’ble Commission is requested that the same is to be 

considered and finalized by HVPNL. Further, UHBVN has no objection 

to the submission of HVPNL in the matter. 

 

3. Proceedings: 

3.1 The case was initially heard by the Commission on 08.09.2021, as 

scheduled, through video conferencing in view of the Covid-19 

pandemic. The respondent HVPNL submitted that the technical 

feasibility is yet to be approved by WTD of HVPNL and sought a short 

adjournment. The petitioner submitted that the joint feasibility has 

been checked by the field officers of HSIIDC, DHBVN and HVPNL. Since 

33 kV level is not available in HSIIDC Bahadurgarh, it automatically 

entitles the petitioner for connectivity at a higher voltage i.e. 132 kV 

level.  

3.2 The petitioner further pointed out the communication dated 

09.08.2021 by HVPNL to UHBVN, wherein it has been stated that 

feasibility will be considered by WTD of HVPNL only after the 

connectivity at a voltage level of 132 kV is approved by the Commission. 

The Commission observed that in PRO 20 of 2021, the petition has 

been filed by HVPNL/DHBVN for approval of connectivity at a voltage 

level of 132 kV after consideration and approval of feasibility by WTD 

of HVPNL, which is discriminatory. Procedure for grant of connectivity 

at a higher voltage is required to be uniform for all the prospective 

consumers. The Commission directed HVPNL to complete the 

procedure for approval of feasibility for all cases and report compliance 

in the present case.   

3.3 The case again came up for hearing on 03.11.2021, as scheduled, 

through video conferencing in view of the Covid-19 pandemic wherein 

Sh. Gulshan Nagpal appeared for petitioner and prayed for allowing 

connectivity at 132 kV level enabling early release of the connection by 

the respondent Nigam. On the query raised in the interim order dated 

05.10.2021 about different procedure being adopted by the Nigam in 

approaching the Commission for approval of cases at a higher voltage 

level i.e. in the PRO 20 of 2021, HVPNL and DHBVN has filed the 

petition whereas in the instant case, UHBVN has directed consumer to 

seek approval of the Commission. Ms. Sonia Madan submitted that as 

the case of M/s GLS Foil is being monitored by the State Government, 

the petition has been filled by HVPNL/DHBVN whereas normally the 
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consumers are directed to approach the Commission for approval in 

case they intend to apply for connection at a voltage level higher than 

the Supply Code and feasibility is checked thereafter. It was further 

submitted that in the instant case, feasibility has been checked at the 

field level. However, approval of WTD could not be processed due to a 

few observations. The Commission observed that there is inordinate 

delay in the decision of WTD regarding feasibility of release of 

connection at the desired voltage level whereas it is the endeavour of 

the Commission that release of connections is as per the timelines 

mentioned in Electricity Supply Code Regulations. The Commission 

directed the Chief Engineer concerned to be present along with the 

decision of WTD of HVPNL regarding the technical feasibility of release 

of connection on the next date of hearing on 17.11.2021. 

 

Further Reply of HVPNL dated 12.11.2021:  

The main excerpts of HVPNL reply dated 12.11.2021 are as under: 

3.4 That the present application has been filed by the petitioner praying for 

approval of the Hon’ble Commission under Regulations 3.2.1 and 3.2.2 

of Haryana Electricity Regulatory Commission (Electricity Supply Code) 

Regulations, 2014 for getting power supply connection at 132 kV 

voltage from 132 kV Substation at HSIIDC Bahadurgarh with extension 

of the connected load from 4500 KW to 8500 KW and contract demand 

from 4900 kVA to 9200 kVA. It is further prayed that the petitioner be 

allowed to construct a 132 kV back to back bay in the switchyard of 

HVPNL at 132 kV sub-station, HSIIDC, Bahadurgarh along with laying 

of XLPE power cable from the substation to the petitioner’s site and 

construction of 132 kV substation at the petitioner’s premise under 

self-execution scheme in accordance with the regulations of the Hon’ble 

Commission.  

3.5 With respect to the relief sought by the petitioner in the instant 

petition, a joint committee was constituted with the officers of HSIIDC, 

UHBVN and HVPNL who examined the feasibility of extension of load 

to the petitioner from 4500 kW to 8500 kW and contract demand from 

4900 kVA to 9260 kVA by providing connectivity at 132 kV level 

through 132 kV independent feeder to their proposed 132 kV 

substation with capacity of 10/12 MVA, 132 kV/6.6 kV in their 

premises under self-execution scheme. After examining the proposal of 

the petitioner, HVPNL, vide memo dated 15.07.2021, had circulated 
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the joint feasibility report thereby approving the feasibility for the 

proposal submitted by the petitioner subject to certain conditions.  

3.6 The petitioner on the ground of expansion of the present plant by 

installation and commissioning of sophisticated equipment to provide 

quality products in the indian automobile sector and consumer sector 

requested for supply of power at 132 kV voltage level so as to avoid 

disruption in manufacturing on account of voltage fluctuations and to 

ensure reliability of power. The proposal of the petitioner included the 

following requirements and commitments for availing the power supply 

at 132 kV level voltage with extension of the connected load -   

1. proposed connection to be fed from a back to back of 132 kV line bay 

at 132 kV substation, HSIIDC, Bahadurgarh; 

2. the petitioner will lay an underground 132 kV XLPE cable having a 

tentative line length of about 1.3 KM under self-execution scheme; 

3. the petitioner will set up a 132-kV substation in its own premises by 

installing a 10/12 MVA, 132kV/6.6 kV transformer and associated 

protection, metering and allied equipment as per the approved 

standards of power utilities under self-execution scheme.  

3.7 On evaluation of the feasibility of the proposal submitted by the 

petitioner, it was observed that the present installed capacity of the 

132 kV S/Stn. HSIIDC, Bahadurgarh is 51.5 MVA [1X31.5 MVA + 

1x16/20 MVA, 132/11 kV]. The maximum load recorded on 1x31.5 

MVA, 132/11 kV T/F is 31.31 MVA and of 16/20 MVA ,132/11 kV T/F 

is 19.42 MVA. Further, the proposal for augmentation of 132 kV 

HSIIDC, Bahadurgarh by providing additional 2x 40/50MVA, 132/33 

kV T/Fs (one T/F to be utilized and another T/F to be reserved for 

redundancy) by HSIIDC along with augmentation of the existing 0.2 

Sq. inch ACSR conductor of 1st ckt of 132 KV HSIIDC Bahadurgarh- 

Nuna Majra D/C line with 0.4 Sq. Inch ACSR conductor has been 

approved by HVPNL on 13.02.2020. The said works will be undertaken 

by HVPNL at the deposit cost of HSIIDC. Thus, the total installed 

capacity at 132 kV HSIIDC, Bahadurgarh is expected to reach 101.5 

MVA.  

3.8 It was also noted that the 132 kV S/Stn. HSIIDC, Bahadurgarh is fed 

from 220 kV S/Stn. Nuna Majra, Bahadurgarh through the 132 kV 

S/C Nuna Majra- HSIIDC Bahadurgarh line on 0.2 Sq. inch (Panther) 

conductor. Vide approval dated 13.02.2020, the said conductor has 

also been approved to be augmented to a 0.4 Sq. inch (Zebra) 
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conductor, which shall be done by HVPNL as the deposit work for 

HSIIDC. The process for augmentation of the 132 kV substation, 

HSIIDC, Bahadurgarh has already been initiated by HSIIDC. It was 

further recorded that 132 kV substation HSIIDC Bahadurgarh is being 

fed from 100 MVA, 220/132 KV T/F T-1 and 100 MVA, 220/132 KV 

T/F T-2, both in parallel operation and a maximum load of 65 MVA 

each has been recorded on the T/F T-1 and T-2 respectively at 220 kV 

S/stn., HVPNL, Nuna Majra. 

3.9 In view of the foregoing observations made by the committee and also 

considering the current load position of 220 kV substation at Nuna 

Majra, it was found that the overall increase in the load will be 4.36 

MVA only which can be easily catered from the 220 kV substation at 

Nuna Majra. 

3.10 The 132-kV bay arrangement at 132 kV substation HSIIDC, 

Bahadurgarh is depicted hereunder for reference of the Hon’ble 

Commission: - 

Sr No. Bay No. Name of Element 

1 B-1 132/11KV, 16/20 MVA T/F T-1 

2 B-2 132KV Bus Coupler Bay 

3 B-3 132/11KV, 25/31.5 MVA T/F T-2 

4 B-4 132KV HSIIDC Bahadurgarh-Nuna Majra Ckt. 

5 B-5 132KV HSIIDC Bahadurgarh-Assaudah Ckt. 

6 B-6 Proposed 132KV 40/50 MVA T-3 T/F 

7 B-7 Proposed 132KV 40/50 MVA T-4 T/F (for 

redundancy) 

 

3.11 Considering the arrangement depicted above, it was the 

recommendation of the joint committee that the 132-kV line bay for                 

132 kV Yokohama feeder can be created in a back to back arrangement 

of 132 kV B-3 bay of 25/31.5 MVA, 132/11kV T/F T-2 for which space 

is available in the yard. Further, the space for housing of 132 kV C&R 

Panels is also available in the control room at 132k substation HSIIDC, 

Bahadurgarh. Based on this arrangement, the extension of load of the 

petitioner from 4500 KW to 8500 KW and contract demand from 4900 

kVA to 9260 kVA on 132 kV level through 132 kV independent feeder 

to their proposed 132 kV substation with a capacity of 10 /12 MVA, 

132kV/6.6 KV in their premises under self-execution scheme was 

found feasible from the 132 kV Substation, HSIIDC, Bahadurgarh. It 
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was recommended that there is feasibility for approval of the proposal 

of the petitioner.  

3.12 However, the said feasibility was recommended categorically subject to 

approval of the Technical Feasibility Committee of HVPNL/UHBVN and 

approval of the Hon’ble Commission.  

3.13 In that light of the matter, the Committee recommended that the Whole 

Time Directors allow connectivity to the petitioner at 132 kV level 

through the 132-kV independent feeder from 132 kV substation, 

HSIIDC, Bahadurgarh for extension of their load from 4500 kW to 8500 

kW and contract demand from 4900 kVA to 9260 kVA at 132 kV level 

subject to approval of the Hon’ble Commission. The said 

recommendation was made subject to the following conditions –  

a) The petitioner will construct 1 No. 132 kV line bay at 132 kV 

S/Stn. HSIIDC Bahadurgarh in a back to back arrangement with 

132 kV Bay B-3 for 25 / 31.5 MVA, 132/11 kV T/F T-2 under 

self-execution scheme.  

b) The petitioner will construct a 132 kV S/C transmission line with 

132 kV XLPE cable of suitable capacity (approx. line length 1.3 

KM) under self-execution scheme. ROW for laying of cable shall 

be arranged by the petitioner. 

c) The petitioner shall be liable to pay charges involved for releasing 

the connection as per Duty to Supply Electricity on request, Power 

to Recover Expenditure incurred in providing Supply & Power to 

Require Security) Regulations, 2020, as amended from time to 

time.  

d) The petitioner will submit an undertaking with UHBVN and 

HVPNL to the effect that any cost chargeable from them (if worked 

out later on), shall be paid by them within 15 days from the date 

of issue of such demand. 

e) The petitioner will enter into a tripartite agreement with HVPNL & 

UHBVN for deposit of all applicable supervision / service 

connection charges / deposit cost charges etc. before execution of 

the work. The work shall be carried out as per the Regulations of 

this Hon’ble Commission, as amended from time to time.  

f) The petitioner will provide metering arrangement at sending end 

and at receiving end (optional) as per the Haryana Electricity 
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Regulatory Commission Metering Regulations and in line with the 

specifications and design requirements of UHBVN and HVPNL. 

g) The petitioner will take all requisite clearances/ approvals from 

the various government agencies. 

3.14 It is hereby brought to the kind notice of the Hon’ble Commission that 

the approval of WTD is still pending to be given. However, as per the 

joint feasibility report, the proposal of the petitioner has been found 

feasible for approval. It is further brought to the kind notice of the 

Hon’ble Commission that from the planning perspective, the proposal 

of the petitioner is yet to be approved by the Planning, Design and 

Control (PD&C) wing of HVPNL.  

3.15 Keeping in consideration the aforesaid position, HVPNL submitted that 

the Hon’ble Commission may consider the petition of the petitioner in 

above stated terms and also subject to approval of PD&C wing and 

thereafter, WTD of the respondents and prayed that the Commission 

may decide the instant petition considering the submissions made by 

the respondent hereinabove.  

 

 

4.   Commission’s Order:  

4.1. The case was finally heard by the Commission on 17.11.2021 as 

scheduled, through video conferencing in view of the Covid-19 

pandemic 

4.2. Ms. Sonia Madan, the counsel for respondents, submitted that in 

compliance with the order, the reply has already been filed on 

12.11.2021.  The feasibility for connectivity at 132 KV level has been 

conducted and approved by the WTDs of HVPNL for release of the 

connection to the petitioner. 

4.3. The Commission has carefully examined the contents of the 

petition/averments made by the representatives of both the parties 

during the hearing in the matter, and accordingly, approves in 

principle to allow the release of connection to the petitioner at 132 kV 

level as prayed for and as recommended by the committee mentioned 

above. 

4.4. Further, the Commission observes that different procedure is being 

adopted by the Nigam in approaching the Commission for approval of 

cases at higher voltage level i.e. in the PRO 20 of 2021, HVPNL and 
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DHBVN have filed the petition, whereas in the instant case UHBVN 

has directed the consumer to seek approval of the Commission before 

finalizing the feasibility. There is a need to follow/adopt the same 

procedure in both the Discoms. Therefore, the Commission directs 

the Discoms that wherever approval of the Commission is required 

for connectivity at a higher voltage level i.e. other than specified in the 

regulations in vogue, the feasibility will be checked by the competent 

authority before approaching the Commission for seeking approval. 

The concerned DISCOM shall file a petition to maintain the uniformity 

in both Discoms for release of the connection/extension of load as per 

timelines specified in the SOP regulations.  

 

This petition is accordingly disposed of. 

This order is signed, dated and issued by the Haryana Electricity Regulatory 

Commission on 29/11/2021 

 

Date: 29/11/2021          (Naresh Sardana)                            (R.K. Pachnanda) 

Place: Panchkula           Member                                         Chairman 


